This paper describes the statistical study of important factors that influences transient over voltages resulting from three-phase reclosing of shunt compensated transmission lines. These factors include the model used for transmission line representation and the influence of line transposition. Additionally, the over voltages reduction to proper levels depending on the type of control technique are illustrated and analyzed in statistical terms. The evaluation covers three shunt compensation degrees. The digital simulations were performed using the PSCAD/EMTDC software.
Introduction
An important factor for the planning of extra high voltage transmission lines (TL) is the expectation of the switching over voltages level. For long transmission lines, the most severe switching over voltages results from fast three phase reclosing with trapped charge on the line.
A suitable evaluation of transient over voltages requires statistical studies, taking into account the randomness of the closing instant, and the pole-spread or time interval between closing of the first and final poles [1, 2] . On the other hand, for the adequate representation of the electromagnetic transients on transmission line it should be considered that the longitudinal line parameters are strongly frequency dependent. Consequently, the transmission line model used for simulation of transient overvoltages is of great importance.
Likewise, it is important to verify if the representation of the transmission line by an actual transposition scheme compared to an ideal transposition scheme (balanced line) has influence on the overvoltage magnitude.
Another important factor during transmission line reclosing study is the method used to mitigate transient overvoltages in order to improve power quality levels. The most used techniques are surge arresters, controlled switching and pre-insertion resistors.
In this context, the goal of the present study is to evaluate relevant factors that influence transient overvoltages generated during three-phase reclosing of transmission lines. These factors include the model used for the line representation and the influence of line transposition. In addition, the overvoltages reductions are analyzed from a viewpoint of the statistical behavior of circuit breaker. Figure 1 show the analyzed system based on an actual transmission system of 500 kV and 1052 km. The study is focused on the final segment of the line, which corresponds to a length of 252 km in the direction of B4 to B5. The line was switched using the CB7 circuit breaker.
Power System Analyzed
The compensation scheme is composed of three single-phase reactors banks, with quality factor of 400, grounded through a neutral reactor with quality factor of 40. The line parameters for the fundamental frequency (60 Hz) are shown in Table 1 . Digital simulations were performed with PSCAD/EMTDC software. 
Three-phase Reclosing of TL
The reclosing is a maneuver that consists in closing the contacts of circuit breaker after the transmission line opening in order to restore the power supply. Threephase reclosing may cause high transient overvoltages if the voltage source and the trapped charge on the line have opposite polarities.
TL Reclosing without Shunt Reactive Compensation
For uncompensated lines, the waveform can be approximated with a function of the form 1-cos (Ωt) with a suitable value of Ω. The optimization of three-phase reclosing of such an uncompensated line is straightforward, and is achieved by breaker closure at a valley of the voltage signal and when the voltage is around the voltage zero crossing.
TL Reclosing with Shunt Reactive Compensation
The capacitive reactive power generated by transmission lines is usually compensated by the installation of shunt reactors at the ends of the line. The operational requirements of the system and the length of the line determine the level of the transmission line compensation. The compensation level has an important effect on the voltage waveform across the contacts of the circuit breaker. As shown in Figure 2 , the voltage across the contacts of the circuit breaker takes the form of beat. This beat is due to composition among the fundamental frequency of the system from one side of the contact breaker (system side) and the natural frequency of the line and reactors from the other side of the circuit breaker contact (line side) [3, 4] .
Three-phase Reclosing of TL under Conditions of Internal Fault
When the line opening occurs due to a fault on the transmission line, the sequence of events for the threephase reclosing includes: a fault occurrence, three-phase line opening to isolate the section under fault, waiting time for fault extinction and finally the reclosing of the transmission line. The phase under fault influences the waveform of the other two healthy phases, consequently the signals obtained are very complex and the expected beat is distorted in all three phases. For this reason, the three-phase reclosing scheme should be performed regarding to the time necessary for the extinction of the fault.
Three-phase Reclosing of TL under Conditions of External Defects
In this case, the sequence of events includes the automatic opening of the circuit breaker and subsequent reclosing after a predetermined time interval. The voltage across the circuit breaker presents a well defined beat, and the waveform is similar for the three phases. The three-phase reclosing under conditions of external defects occurs when high values of switching overvoltages are erroneously interpreted as fault by any protective relay, resulting in the line dropping operation. It can also occur in the case of transmission lines on double-circuit, when the switching transient of one of the lines is coupled into the other line, which can also lead to incorrect operation of protection. Another condition could occur during a load rejection followed by opening the line at the sending end or also during the recovery of the power system after a large area black-out.
This work is focused on fast three-phase reclosing of shunt compensated transmission lines under conditions of external defects.
Statistical Evaluation of Overvoltages
For the evaluation of overvoltages it is important to conduct statistical studies to consider the randomness of the closing instant and the spread between the contacts of the circuit breaker. To this end, the circuit breakers are represented by statistic switches.
The statistic switches represents the variation of the closing instant by Gaussian curves for the three phases with a mean time and a standard deviation associated. Additionally, the variation of the mean time over a given period is characterized by a uniform distribution [5] .
The statistic switch used in the simulations of this work was modeled according to [6] . The closing of the circuit breaker is randomly initiated over the period of a fundamental frequency cycle (in this case, over the 16.67 ms), and each pole closes in an interval defined by a normal distribution with a mean value and a standard deviation of 1 ms.
Statistical evaluation was determined by analysis of variance (ANOVA) and F-test [7] with a significance level of 1% for the determination of the following aspects:
-Model used to represent the transmission line.
-Influence of line transposition scheme.
Model used to represent the TL
This evaluation aims to verify if differences can be found in statistical studies of reclosing regarding on the model used to represent the transmission line. For this purpose were analyzed the following models of transmission lines, available in PSCAD program:
-Line model with frequency constant parameters or Bergeron Model [8] .
-Line model with frequency dependence of longitudinal parameters or Phase Model [9] .
For each case 300 shots were performed. One cycle of the fundamental frequency was considered for the variation range of the mean closing time. The analysis was performed for 90, 70 and 50 % of shunt compensation. The surge arresters at the line ends were not represented.
In Table 2 are presented the results obtained with the Bergeron Model and the Phase Model, for the three compensation levels. Higher overvoltages were verified when the line is modeled through Bergeron Model.
From the F-test of ANOVA shown in Table 3 , for a significance level of 1%, were found statistically significant differences between groups regarding to the transmission line model.
The Phase Model is numerically robust and more accurate for studies that require the frequency representation, different of fundamental frequency. Therefore, the Phase Model should be used in reclosing studies and will be used in the subsequent simulations. 
Influence of TL Transposition
In order to determine the influence of the transposition scheme, the transmission line was modeled for the following cases: -Transmission line perfectly transposed (LPT).
-Transmission line with transposition scheme 1/6-1/3-1/3-1/6 (LRT).
For this evaluation were performed 300 shots for each case, with a variation range of the mean closing time of 01 cycle of the fundamental frequency. The transmission line model was represented by Phase Model and the study was performed for 90, 70 and 50% of shunt reactive compensation. The surge arresters at the line ends were not represented.
From the results of Table 4 it is possible to observe that the representation of the line with an ideal transposetion scheme or with a real transposition scheme had influence on the overvoltages at the line ends. For all the analyzed cases the overvoltages had greater amplitude when the line is represented by a real transposition scheme. Copyright © 2013 SciRes. EPE Table 5 shows the results of ANOVA. It is observed that for the transmission line with 90% of shunt compensation, the overvoltages for LTR are higher than for LPT, but this difference is small, therefore the F test shows differences statistically not significant between both groups. For lines with 70 and 50% of compensation, the F-test shows differences statistically significant between the groups.
The natural frequency of the line side is slightly different due to the variation of the line parameters caused by the transposition. This difference, in turn, results in the beating across the circuit breaker contacts with a different period regarding to the representation of the line with or without real compensation scheme. This phenomenon is most evident in highly compensated lines.
Based on the results it is recommended that for the analysis of transient overvoltages during three-phase reclosing the transmission lines must be represented with their actual transposition scheme. For the fundamental frequency, the line can be represented as ideally transposed, but this cannot be generalized to the whole range of frequencies involved in the transient phenomena.
Analysis of Overvoltages Reduction Methods
The negative impacts produced by random switching of circuit breakers during three-phase reclosing of transmission lines include reduction of equipment lifetime, breakdown of equipment in the substations, and degradation of power quality. Consequently, overvoltage control methods have to be adopted to provide suitable protection for the network. The control methods analyzed in this work are: the use of metal oxide surge arresters, controlled switching and pre-insertion resistor. For each of the three control methods analyzed 300 simulations were performed; one cycle of the fundamental frequency was considered for the variation range of the mean closing time; the transmission line was represented by Phases Model with transposition scheme 1/6-1/3-1/3-1/6. The analysis was performed for 90, 70 and 50 % of shunt compensation and the surge arresters at the line ends were not represented, unless when it was the mitigation method.
Metal Oxide Surge Arresters
The metal oxide surge arresters have proven effective to limit overvoltages due its highly non-linear characteristic of the voltage related to the current [10] .
For the simulations, all surge arresters are modeled according to the characteristic V-I curve. The following arresters were simulated:
-Class 5 -420 kV rated arrester with a protection level of 830 kV at 2 kA, normally specified for 500 kV Brazilian transmission lines.
-Class 5 -396 kV rated arrester with a protection level of 783 kV at 2 kA.
-Class 3 -360 kV rated arrester with a protection level of 742 kV at 2 kA. Table 6 presents representative values of overvoltages at the line ends using the three classes of surge arresters for the three analyzed compensation levels. For the evaluation of critical conditions, the reclosing mean time is the second, third and fifth maximum of the voltage beat between the circuit breaker contacts.
The 396 kV arresters provided a more effective performance and a greater reduction in overvoltage than the 420 kV arresters for the three compensation levels.
The use of a 360 kV rated arrester leads to an even greater reduction in the overvoltages at the line terminals. This case was simulated with an illustrative and comparative purpose because the appropriate selection of the surge arrester is determined not only by the protective level, but also by the operational characteristics of the system as a whole. Temporary overvoltage and maximum operational voltage are also relevant.
Controlled Switching
For three-phase reclosing, the controlled switching is applied so that the contacts of the circuit breaker must be closed at the minimum of the beat across the contacts of the circuit breaker (Figure 2) . This region varies with the compensation level of the system and should be determined by an algorithm regarding to the measurement of voltage signals of the system, which are supplied to the algorithm. Considering, for example, a dead time of 200 ms, the optimal instant for three-phase reclosing corresponds to first, second and fourth beat minimum for transmission lines with 90, 70 and 50% of compensation, respectively.
Two approaches to determining the optimal time of closing were analyzed: a) Existing Method (EM) In general way, the existing method described in [5, 11] identifies the first region of minimum beat and sends an order to close the circuit breaker in the next similar region. This method is based on the voltage polarities and zero crossing detection. The closing instant is determined when the voltage polarities at the source-side and the line-side are identical and when both signals cross by zero.
b) Proposed Method (PM) The proposed method [3, 4] sends the closing command appropriately such that the poles closing occurs in the first minimum voltage beat across the circuit breaker, after the protection dead time. This method is based on the voltage wave shape across the circuit breaker, independent of voltage zero crossing. Table 7 summarizes the simulation results and includes breaker reclosing mean times (RT). It can be seen that even though the overvoltage is only slightly smaller for the previously existing controlled reclosing method, the advantage that the proposed method is a much reduced reclosing time. It should be noted that the previously existing method was treated in an idealized manner, with its circuit breaker being closed at the second, third and fifth minimum voltage beats. This is optimistic, and in reality, the circuit breaker time would in all likelihood be further delayed. This delayed closing would occur particularly for low compensation levels, as the circuit breaker voltage has a less than pronounced beat and even certain intervals where there is no zero crossing at all, making it difficult for the existing method to identify the optimal reclosing instance.
Pre-Insertion Resistor
In this study, an existing 400-Ω resistor was simulated, with a mean insertion time of 8 ms. All three switch breaker poles of the main chamber of circuit breaker have the same mean closing time. The standard deviation of the closing time variation of the contacts is 0.5 ms for the auxiliary chamber and 1.0 ms for the main chamber of circuit breaker; truncated in +/-2σ in both cases. Table 8 shows the overvoltages values at the receiving end and includes the mean reclosing time. For the evaluation of the resistor in critical conditions the reclosing mean time is the second, third and fifth maximum of the voltage beat between the circuit breaker contacts.
Comparative Analysis of Control Methods
For the three methods, the overvoltages were measured at the receiving end for the line with 90% shunt compensation. For the method of surge arrester was chosen for comparison the 396 kV rated arrester located on both line terminals. In the case of controlled switching were presented both the existing method and the method proposed.
A graphical comparison of the results obtained by the studied methods is shown in Figure 3 . It is observed that the controlled switching has the best performance for the overvoltages control.
It was also noted that, although the resistor is considered one of the most effective methods to reduce the amplitude of overvoltages, it presents a performance less efficient than the controlled switching. It should be considered that the mean reclosing time was stressed for both surge arrester and pre-insertion resistor cases. Figure 4 shows the wave form when the control method is 396 kV rated arresters at the line ends. The reclosing occurs 500 ms. after of the line opening, which corresponds to the maximum of the second voltage beat between contacts of the circuit breaker. Figure 5 shows the same operation, but this time using the proposed method of controlled switching. The reclosing occurs at the first minimum beat. It can be observed that not only the overvoltages were reduced with controlled switching as well as the waveform has a lower harmonic content. Figure 6 shows the voltage waveforms for the threephase reclosing using the existing method of controlled switching. The reclosing occurs at the second minimum beat. The method is also effective in reducing overvoltages, but it is noted that the reclosing time is increased. Figure 7 corresponds to the use of pre-insertion resistor. The reclosing occurs at the maximum of the second voltage beat between contacts of the circuit breaker.
Conclusions
A statistical evaluation of overvoltages associated to three-phase reclosing of transmission lines was performed.
Regarding to the transmission line model, comparing results obtained using the Bergeron Model and Phase Model it was verified that higher overvoltages occur when the Bergeron Model is used. The latter model should not be used as it will lead to unnecessary higher insulation level. Therefore for three-phase reclosing studies, it is suggested the use of Phase Model because the accurate modeling of the line frequency dependence is of essential importance for the correct simulation of electromagnetic transient conditions.
The representation of the transmission line ideally transposed or with an actual transposition scheme affects the results of overvoltages. In the case of three-phase reclosing, this difference is influenced by the variation of the line natural frequency and the compensation equipment at the line side.
Regarding the overvoltages mitigation methods, the use of ZnO surge-arresters with lower rated voltage (396 kV) instead of the surge arresters normally specified (420 kV) is an alternative to limit the overvoltages; however the use of this method would be more appropriate in combination with other control method.
For the three-phase reclosing of the studied system, the controlled switching is an effective method to reduce the overvoltages. It should be noted that using the proposed method overvoltages are slightly lower than for the existing method, however, the proposed method has a great advantage in reducing the reclosing time, thereby reducing the interruption time of power supply.
For the three-phase reclosing, the pre-insertion resistor is not a method as effective for the overvoltage reduction as in the case of energization, since the overvoltages can be high if the reclosing occurs near the maximum of the voltage beat between the circuit breaker contacts.
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